( TOoWN oF FARMVILLE

OFFICE OF MAYOR AND TOWN MANAGER
Post Orrict Box 86/3672 NORTH MaIn

FARMVILLE, NORTH CAROLINA 27828-00886
www.farmville-ne.com

TELEPHONE: (252) 753-5774
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February 10, 2022

System Performance Annual Report

North Carolina Division of Water Quality

1617 Mail Service Center

Raleigh, NC 27699-1617

RE:  Farmville Wastewater Plant
NPDES Permit No.: NC0029572
Pitt County

Dear Sirs,

newspaper or sewer bills.
If you have any questions, please advise,
Sincerely,
Town of Farmville
e, 4/%;

David Hodgkins
Town Manager

“HONORING OUR Pasr
SHAPING QUR Furure”



TOWN OF FARMVILLE
WASTEWATER TREATMENT FACILITY

ANNUAL PERFORMANCE REPORT

For the Calendar Year 2021

Prepared: January 2022



2021 Annual Performance Report
for the
Town of Farmville
Wastewater Treatment Facil ity

General Information

Facility/System Name: Town of Farmville Wastewater Treatment Plant

Responsible Entity: Town of Farmville

Person in Charge/Contact: David Hodgkins
Town Manager
PO Box 86
Farmville, NC 27828
(252) 753-5774

Description of Collection System or Treatment Process:

pumping facilities, followed by a grit removal system, aeration basin with g high
speed mechanical aerators, rectangular secondary clarifiers, tertiary filters
(presently not in use), and chlorination and dechlorination facilities followed by post

are set at various intervals such as continuous, daily, weekly, monthly, ang
quarterly. During the reporting period, the Town conducted 3,107 tests of the
treated water before jt was discharged to the creek. The WWTP achieved 2
compliance level of 100% with the NPDES Permit requirements.



Following is a summary of the testing for the parameters, which are, assigned
Water Quality standards by the NPDES Permit. Please note the summary does not
include parameters, which incorporates a monitoring requirement only, nor does it
include daily process control testing.

Constituent Number of Test Number of Test
Required Conducted*

Flow Continuous Continuous
Biochemical Oxygen Demand (BOD) 208 208

Total Suspended Solids (TSS) 208 208

Ammonia 104 104

Fecal Coliform 104 104

Chlorine 244 239

Total Nitrogen 52 52

Total Phosphorus 52 52

Conductivity 260 365

Copper 12 45

Silver 12 o5

Lead 12 35

Zinc 4 35

Hardness 8 24

| Toxicity 4 4

*Testing is not required on holidays or during inclement weather.

In addition to the required testing, the Town conducted over 2,496 in-house tests to
ensure the proper operation of the wastewater treatment plant.

Following is a summary of permit violations, which occurred during the year:

There were no permit violations during the reporting period.



M.

Certification

I 'have personally examined and am familiar with the information submitted in this
document and attachments. Based upon my inquiry of those individuals
immediately responsible for obtaining the information reported herein, | believe that
the submitted information is true, accurate and complete. | am aware that there are
significant penalties for submitting false information.

Signed this A day of __Fedrumiey , 2022.

David Hodgkins
(Name) Town Manager

J A 4/@@

(Signature) 0]




Summary of Sanitary Sewer Overflows for 2021

The Town of Farmville had no Sanitary Sewer Overflows for the year 2021 .



The Town of Farmville is in accordance with State Regulations is hereby giving
public notice. The Town of Farmville Wastewater Treatment Plant has completed

its Annual Performance Report. The report is available at Town Hall for review.



